
PME-#9

SWITCH SIDE DOORS

FUSE SIDE DOORS

DETAIL  "A"

058621

J058623

058622FUTURE

J058624

TO JA-B-058620PTO JA-B-058619P

TO M.H. 669 FUTURE

NO SCALE

TO TERMINAL

TO M.H. 670

TO M.H. 668

TO M.H. 668 THEN 
TO M.H.267 WHERE 
IT IS CLEAR CAPPED

3723

3723

CREW NOTE:  MANHOLE PRINT SHOWS  3723 & 
CIRCUIT MAP SHOWS U-4941-3.

CUT CABLE, INSTALL
STRAIGHT SPLICE.

U-4941-3

TO NEW SWITCH GEAR

M.H. 669
NO SCALE

2500 KVA500 KVA

DETAIL "A"

DETAIL "B"
NOTE: ELECTRICAL DETAIL ONLY.  FOR 
CONDUIT DETAIL -- SEE DETAIL "C"
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6" PVC BY CUSTOMER FOR FUTURE
4" PVC BY CUSTOMER

4" PVC BY CUSTOMER

6" PVC BY CUSTOMER

3-350-1c-CNJ

6" CORE DRILL IN
MANHOLE BY KCPL

TO MH 668

TO MH 670MH 669

13
9'

3-#2-1c AL

80'
05D2766

05
D28

66

22
1'

3/
0 

TR
I

10
5'

47
'

68
'

72'

44'

15
3'

37' #4
 T

R
I

3/
0 

TR
I

15
5'

20
'

JA-B-016690

12 SETS OF
(4)-400KCMIL
BY CUST

SEC.

ADDRESS

CITY

COUNTY

TITLE

STATE

SHEET OF W.R. NO.

DATE:

REVIEWED BY:

DESIGNED BY:

PLANNING

APPROVEDCHECKEDBYDATEREV.

R

CIRCUIT

SEC. DIST.

DWG. FILE #

C.O.

TWP. RANGE TAX DIST.

JOB TYPE:KV 136585

BOULEVARD BREWING

2501 SOUTHWEST BLVD

KANSAS CITY
JACKSON MO

F&M

02-66380
136585

1 11NBC

WILEY

SCALE

0 40

KANSAS ONE-CALL
1-800-344-7233

BEFORE YOU DIG CALL

1-800-344-7483
MISSOURI ONE-CALL

SPONSOR:
OFFICE:

PROJECT DESIGNER:
OFFICE:

KCPL CONTACTS
LORI LOCKER
816-245-3922

RUSS WILEY
816-245-3610

GENERAL CONTACTS
MIKE UTZ

816-210-6910
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1 2 5

6 7

3 4
STA.

CODE

PHASE

INST.

FUSE

CONNECT

SEC. VOLTS

BY

COMPLETED

AMP.

KVA

4 JA-B-058619P
500

8.6
A-B-C-N

4-WIRE
277/480

STA.

CODE

PHASE

INST.

FUSE

CONNECT

SEC. VOLTS

BY

COMPLETED

AMP.

KVA

5 JA-B-058620P
2500

8.6
A-B-C-N

4-WIRE
277/480

STA.

CODE

PHASE

INST.

FUSE

CONNECT

SEC. VOLTS

BY

COMPLETED

AMP.

KVA

16 JA-B-058625
3-75

5.1
A-B-C

20
3-WIRE

240

STA.

REMOVE

CODE

BY

COMPLETED

KVA

6 JA-B-016690
3-167

6.5

STA.

REMOVE

CODE

BY

COMPLETED

KVA

7 JA-B-10624
3-100

5.1

STA.

REMOVE

CODE

BY

COMPLETED

KVA

8 JA-10625
50
5.1

JA-B-900153

JA-900151

JA-10626

JA-B-10002

EXIST
M.H. 668

INSTALL
STRAIGHT SPLICE

3SWG-6PME9
INSTALLEXIST

PW50-1 #211182

8

9

10 11

12

13

14

INSTALL
XFP-8.6-500

INSTALL
XFP-8.6-2500R

REMOVE
PW50-1 #211136
320-202
460-333
(3) XFO-6.5-167
4" RISER

REMOVE
PW-50-1 #211137
320-210
460-332
(3) XFO-5.1-100
(8) PDE-CL
GNDP4-US

320-220

REMOVE
320-204

REMOVE
PW45-3 #211138
310-207
460-111
XFO-5.1-50
(7) PDE-CL
GNDP4-US

REMOVE
PW35-5 #211122
(6) PDE-CL

REMOVE
PW40-3 #211124
PDDE-EYE-MB

REMOVE
PW35-5 #211123
(3) PDE-CL

REMOVE
35-5 #211121
(3) PDE-CL
420-101 L=7'

EXIST
PW45-3 #211024
320-211
460-332
(3) XFO-16.1-50
(4) PDE-CL
GNDP4-US

INSTALL
PW35-5 #441107
(2) PDE-CL

15

INSTALL
PW45-3 #441108

NOTE:

TO AVOID DAMAGE THERETO.
AS TO THE TYPE AND LOCATION OF UNDERGROUND UTILITIES AS MAY BE NECESSARY
UTILITIES PRIOR TO ANY EXCAVATION AND TO MAKING HIS OWN VERIFICATION 
CONTACTING ALL UTILITY COMPANIES FOR FIELD LOCATION OF ALL UNDERGROUND 
TO BE ACCURATE OR ALL INCLUSIVE. THE CONTRACTOR IS RESPONSIBLE FOR 
OF UNDERGROUND UTILITIES AND ASSOCIATED STRUCTURES IS NOT GUARANTEED 
THE INFORMATION SHOWN ON THESE DRAWINGS CONCERNING TYPE AND LOCATION

816-245-3716 24 HOURS IN ADVANCE
INSPECTION OF CONDUIT & EQUIPMENT. NEED TO CALL
CUSTOMER TO CONTACT KCPL FOR OPEN TRENCH

12 SETS OF (4)-400 KCMIL BY CUST
4000 AMP-277/480-3Ø-4W

MAIN SERVICE
SERVICE INFORMATION

(PER DWG. 700-103 & 700-104)
BASE FOR 3Ø PADMOUNT TRANSFORMER

XF PADS

ALL ELBOWS TO BE A MIN OF 36" RADIUS, MAXIMUM OF (2) 90'S

CONDUIT TO BE 4" OR 6" (AS DESIGNATED ON DRAWING) SCH 40 PVC
PRIMARY CONDUIT

UG. COMMERCIAL-CUSTOMER RESPONSIBILITY

3Ø

FORIEIGN ATTACHMENTS

NIF-OPER 2,6,7,8,10,13,14
SWB-OPER 9,11,12

320-204
750-323 750-311

INSTALL
PDE-CL

16

3Ø FUTURE

16
INSTALL
PW45-3 #441109

6" PVC TO
MANHOLE

6" PVC STUB OUT PAST 
CURB FOR FUTURE

4" PVC TO 
JA-B-058620P

4" PVC TO 
JA-B-058619P

CONDUIT DETAIL

NO SCALE

(INSTALLED BY CUSTOMER)

SWITCH
GEAR

SWITCH SIDE DOORS

FUSE SIDE DOORS

MANHOLE 669
25TH ST W OF BELLEVIEW

3723

SW  TO 
SWITCHGEAR

TRANSFER EXISTING 3/0 TRI (240V)
FROM BUILDING ATTACHMENT
AND ATTACH TO POLE OP. 14

PME-9

DETAIL "C"

13'

5.
25

'
13

.5
'

CONDUIT FOR 3Ø PRIMARY, PER STANDARD 

SWITCH GEAR BASE
BASE FOR PME-9 SWITCH GEAR 3Ø-FOUR POSITION
(PER DWG. 700-109)

CUSTOMER TO REMOVE 
EXISTING FENCE AND INSTALL
GATES IN FRONT OF TRANSFORMER/

EXIST
METAL
BLDG

FUSE SIDE
DOORS

SWITCH SIDE 
DOORS

X

X

X

X
EXIST
GATE

EXIST
MAIN
BLDG

FENCE TO BE REMOVED

SWITCH GEAR LOCATION.  
GATES TO BE DESIGNED TO
ALLOW FULL ACCESS TO 
KCPL EQUIPMENT & AND TO 
MAINTAIN THE FULL 7' ACCESS
AREA BETWEEN PIECES OF
EQUIPMENT.

NO SCALE

SWITCH GEAR / TRANSFORMER LOCATION DETAIL

COORDINATE WITH KCPL THE INSTALLATION OF CONDUIT
TO EXISTING MANHOLE.  

DETAIL "D"

320-212
460-332
XFO-5.1-75

320-212
740-341

C.T. METER 7421T (960-075)

(3) C.T.'S 3000:5 LG (960-028)
GENERAL SERVICE

C.T. METER CAN (261-155)

C.T. METER CAN (261-155)

HEAT SERVICE
(3) C.T.'S 1200:5 LG (960-028)

C.T. METER 7421T (960-075)

CUSTOMER TO INTERCEPT
EXIST SERVICE FROM JA-B-016690
& RE-ROUTE SERVICE TO JA-B-058619P

mikeu
Text Box
Exhibit No.:  2     Witness:  Greg Elam                    Type of Exhibit: Direct      Sponsor: Boulevard Brewing Company          Case No.: EC-2006-0332   




